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Addendum 01 
DOCUMENT 00 9100 

 

 

DATE:  July, 21th, 2026 

 

PROJECT: New Event Center Building at Hardin County Fairgrounds 

14134 Letson Ave 

Kenton, Ohio 43326 

 

PROJECT #: 26051.00 

 

OWNER: Board of Hardin County Commissioners 

Attn:  Torrie Holcomb 

One Courthouse Square Suite 100 

Kenton, Ohio 43326 

 

ARCHITECT: Garmann Miller  

38 South Lincoln Drive 

P.O. Box 71 

Minster, Ohio 45865 

 

TO:  Prospective Bidders 

 
This addendum form is a part of the Criteria Documents and modifies the July 10, 2026 

Criteria Documents with amendments and additions noted below. 

 

Acknowledge receipt of this Addendum. Failure to do so may disqualify the Bidder.   

 

This addendum consists of 2 pages, 3 page RFI document, 1 page Site Utility Plan (Owner 

Provided), 1 page Meeting Notes document, 2 page Sign-in Sheet, Evaluation 

Spreadsheet, 7 page Request for Proposal document, 12 page Executive Summary 

document, 1 page Floor Plan and Supporting Details.  

 

CHANGES TO THE DOCUEMNTS 

 
1. Request for Proposal – see changes to the pricing proposal requirements.  
2. Executive Summary – add ‘insulated’ to the coiling door description.  
3. Floor Plan and Supporting Details –  

a. See additional wall assembly detail as an option for the stone veneer.  

b. Group restrooms in the event space were modified to add an exterior 

door to both the men’s and women’s restrooms.  
4. See attached evaluation spreadsheet. Section A will be scored by the owner.  

 

 

 



 
 
 
 

Page 2 Project Number: 25041.00 

 

Addendum 01 

ATTACHMENTS 

 
The following attachments are included and are part of this addendum: 

 

Pre-Proposal RFIs 

Site Utility Plan 

Meeting Notes  

Sign-in Sheet 

Evaluation Spreadsheet 

Request for Proposal 

Executive Summary – Project Program 

Floor Plan and Supporting Details 

 

END OF ADDENDUM 
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Hardin County Junior Fair Building Pre-Proposal RFIs 

 

Addendum 01 

 

1. The notice states that the statement and proposal may not exceed 25 pages. Is 

this inclusive all documents, or are resumes and project example sheets 

excluded from the total count? 

a. We prefer to keep it to 25 pages.  You can provide additional information 

after the 25 pages as supplemental information.  You can note an item in 

the first 25 pages to refer to supplemental pages for additional 

information.  We do not have a limit on pages for supplemental 

information. 

2. For the proposal and qualifications, are we to submit one hard copy or three? 

The documents state it both ways. 

a. Contractors are to provide three hard copies and a flash drive. 

3. Is there a contractor that currently services and maintains the fire alarm systems 

on the fairgrounds? Could we get the name(s) and contact info for those 

contractors? 

a. There is currently no fire alarm system on site.  

4. The general conditions state that the D-B is to provide temporary power and 

water. It was mentioned that the fairground provides the power. Who would be 

the contact in order to determine related costs? 

a. Dennis Hinton 740-225-1312 

5. For water, are we able to access and utilize existing water onsite? 

a. Yes site water can be utilized.  

6. Will the D-B be responsible for the cost of the temporary utility usage, or will the 

fairground cover this cost? 

a. The owner will cover this cost.  

7. What requirements will the fairground have for bringing power to the building? Is 

it overhead or underground? Do we set the meter and they bring it to the meter, 

or are we to provide something in between? 

a. Power to be routed overhead. Contractor to set the meter for utility 

contractor to tie into.  

8. Is the D-B responsible for any utility aid-to-construct fees or tap fees? 

a. Owner will cover these costs.  

9. Are the 10” girt and purlins a requirement?  

a. 8" is acceptable if the PEMB manufacturer allows for the reduced size. 

Primary and Secondary framing member sizes to be determined by PEMB 

manufacturer.  

10. Is the 4” insulation board at the walls a requirement, or does it just need to meet 

energy requirements?  

a. A thinner insulation board is acceptable if the wall assembly meets the 

energy code. Other PEMB assemblies are acceptable as long as these 

assemblies meet the energy code.  

 

 



 

 
creategm.com 

11. Are straight columns required? (Increases cost)  

a. In the office space, straight columns would be ideal. In the event space, 

straight columns are not required.  

12. Is there something for the space that requires the 4” board at the roof 

insulation?   

a. The 4" board insulation is required to meet the energy code with the 

design as shown. Other PEMB assemblies are acceptable as long as these 

assemblies meet the energy code. 

13. Vinyl face insulation is typical.  We have concerns with the board insulation 

sagging over time.   

a. The R-Seal insulation system shown in the details is specifically made for 

pre-engineered metal buildings. Other PEMB assemblies are acceptable 

as long as these assemblies meet the energy code. 

14. The program calls for the color to be selected by the owner later.  Galvalume is 

the least expensive option, but does not have color options.  What that be 

acceptable to quote? 

a. The owner will want to select from a color palette.  

15. Are metal studs required for the framing portion, or would be acceptable? 

a. Metal studs are not required. Both metal studs and wood studs are 

acceptable as long as the framing meets code requirements.  

16. Is the existing water line size and pressure sufficient to feed the new building’s fire 

suppression system? 

a. It is anticipated that the existing water lines have sufficient pressure to 

feed the fire suppression system.  

17. Where is the water line located? 

a. Reference the site utility plan attached to the addendum.  

18. Is 6” thickness sufficient for the interior concrete?  Or will heavy equipment be 

stored in the building? 

a. 6” thickness is sufficient.  

19. Are coiling doors a requirement for the exterior overhead doors? We don’t 

typically see this.  Coiling doors are typically heavier, uninsulated, and more 

expensive. Hi-Lift doors would be an option if trying to get the door out of the 

way, compared to a standard overhead.  More expensive than standard, but still 

less than coiling. 

a. Hi-Lift doors are acceptable as an alternate to coiling doors. The coiling 

doors are to be insulated.  

20. Is concrete required at the stem and foundation wall of the front 6,000 SF 

building? Would a split-face block wall be acceptable in lieu of the concrete 

and stone veneer? 

a. Split-face is not acceptable. Concrete is not required. See additional 

detail on the drawings for another option for the stone veneer assembly.  
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21. For the existing overhead power lines adjacent to the work area, would we be 

able to power them down when working with a crane or equipment nearby? 

a. This is possible but will need to be coordinated with the owner.   

 

 


